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EXISTING
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EXISTING WALL

(MECHANICAL ROOM)

EXIST PATIENT TOWER

FACE OF SHAFTWALL.
ALIGN WITH SLAB EDGE

1
'-
2
 3

/4
"

EXISTING FACE BRICK

COMPRESSIBLE EJ FILLER

FACE BRICK

STL TUBE
(SEE STRUCT DWGS

6" CFMF
(SEE STRUCT DWGS)

TRANSITION MEMBRANE

EXTERIOR SHEATHING

GEOTEXTILE
FABRIC

2" RIGID INSULATION

BATT INSULATION

GYP BD

AIR BARRIER
(LAP & SEAL TO
TRANSITION MEMBRANE)

COMPRESSIBLE FILLER
@ AIR BARRIER

STAINLESS STEEL
FLASHING - END DAM
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(MECH ROOM)
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(ALL AROUND)

SAW CUT EXISTING
MASONRY FOR
SS FLASHING REGLET
(ALL AROUND)

BACKER ROD
& SEALANT
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FACE BRICK

EXISTING
CMU

5/8"

5/8"
1'-0"

PARGE EXPOSED FACE OF
EXISTING PARAPET 1" THICK
(WATERPROOF PARGE)
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DRIVE
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REWORK EXISTING PARPET
FLASHING TO ACCOMODATE
DRIVE CLEAT TO NEW FLASHING SS FLASHING

(REGLET TO
DRIVE CLEAT)

1
'-
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FACE BRICK

AIB
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(ALL AROUND)

SAW CUT EXISTING
MASONRY FOR
SS FLASHING REGLET
(ALL AROUND)
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LIMESTONE
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STL TUBE VERTICALS
(SEE STRUCT DWGS)

1'-0"

PARGE EXPOSED FACE OF
EXISTING PARAPET 1" THICK
(WATERPROOF PARGE)

INFILL EXPOSED PARAPET
CAVITY w/ SOAP BLOCK

DRIVE
CLEAT

REWORK EXISTING PARPET
FLASHING TO ACCOMODATE
DRIVE CLEAT TO NEW
FLASHING

SS FLASHING
(REGLET TO
DRIVE CLEAT)

LIMESTONE
BAND

STEEL GRATING.  SEE
STRUCTURAL

Z
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GYP BD

6" CFMF

SCHEDULED
PARTITION

2" RIGID INSULATION

SFRM

FACE BRICK TO
MATCH EXISTING

AIB

EXTERIOR SHEATHING

3" EXPANSION JOINT COVER

BATT INSULATION

PROVIDE SLACK IN AIR
BARRIER FOR EXPANSION

1'-6"

TU S.9

4" COMPRESSIBLE
EJ FILLER

FACE BRICK

INFILL
EXISTING
WINDOW WITH
FACE BRICK TO
MATCH
EXISTING

2 HR RATED
SHAFTWALL
PER PLAN
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(SEE STRUCT DWGS)

6" CFMF
(SEE STRUCT DWGS)

SOLID
SURFACE
WINDOW
STOOL, TYP.

SHAFTWALL
CONSTRUCTION

TRANSITION MEMBRANE

CAVITY INSULATION
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SSM STOOL

SCHED
PARTITION

ALUM
STOREFRONT

2
"

JT
1/4"

JT
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SS FLASHING

STL TUBE
(SEE STRUCT DWGS)2X PT

WD BLKG

2X PT
WD BLKG

STL TUBE
(SEE STRUCT
DWGS)

SEE C2 / AE310 FOR
ADDITIONAL NOTES AND
DIMENSTIONS AT TYPICAL
WINDOW JAMB

INTEGRAL BLIND
UNIT 1

INTEGRAL BLIND UNIT
1

T

10.5

S.9

COMPRESSIBLE EJ FILLER

EXISTING FACE BRICK

FACE BRICK TO
MATCH EXISTING

2" RIGID INSULATION

AIB

EXTERIOR SHEATHING

BATT INSULATION

6" CFMF
(SEE STRUCT DWGS)

GYP BOARD

6" SHAFTWALL

FACE OF SHAFTWALL
ALIGN WITH SLAB EDGE
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(SEE STRUCT DWGS)

STL TUBE
(SEE STRUCT DWGS)

TRANSITION MEMBRANE

7 1/4"

COMPRESSIBLE
FILLER

F8

AE304.4

SEE C2 / AE310 FOR
ADDITIONAL NOTES AND
DIMENSTIONS AT TYPICAL
WINDOW JAMB

STAINLESS STEEL END DAM.
EXTEND BOTTOM  PAST
EXPANSION JOINT

INTEGRAL BLIND UNIT

1
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180 DEGREE
OUTSWINGING DOOR
(SEE DOOR SCHED)

ALIGN

BRICK INFILL
@ EXISTING WINDOW

ALUM
CURTAINWALL

SSM STOOL

BATT
INSULATION

EXISTING
CONSTRUCTION

PT WD BLKG

TRANSITION
MEMBRANE

6" CFMF
(SEE STRUCT
DWGS)

2" RIGID
INSULATION

COMPRESSIBLE
FILLER

2 HR FIRE
BLANKET

EXISTING BRICK VENEER

SCHED
PARTITON

2 HR RATED
SHAFTWALL
PER PLAN

(2) LAYERS 1/2"
TYPE "C" GYP BD

(2) LAYERS 5/8"
TYPE "X" GYP BD

SEE C2 / AE310 FOR
ADDITIONAL NOTES AND
DIMENSTIONS AT TYPICAL
WINDOW JAMB

INTEGRAL
BLIND UNIT

1

2X PT WD BLKG

STL TUBE (SEE
STRUCT DWGS)

FACE BRICK

6" CFMF
(SEE STRUCT DWGS)

2" RIGID
INSULATION

AIB - LAP OVER
TRANSITION
MEMBRANE

EXTERIOR
SHEATHING

1
'-
2
 3

/4
"

ALUM CURTAIN
WALL SYSTEMTRANSITION

MEMBRANE

LIMESTONE SILL
BELOW

BATT INSULATION

2
"

GEOTEXTILE FABRIC
PER STRUCTURAL.

TERMINATE
TRANSITION
MEMBRANE INTO
GLAZING POCKET OF
CURTAINWALL
SYSTEM

5/8" GYP. BD.

1/2" GYP. BD.
RETURN1/4"

BACKER ROD
AND SEALANT

SEALANT

3/4"

MASONRY OPENING

INTEGRAL BLIND
UNIT

1

3.2

X.3

4" SHAFT WALL CONSTRUCTION

ALUMUNIM CURTAIN
WALL CONSTRUCTION

SFRM

SCHEDULED PARTITION

SEALANT

GYP BD EDGE TRIM

INTEGRAL BLIND UNIT
1

3.2

X.1

FACE BRICK TO
MATCH EXISTING

2" RIGID INSULATION

AIB

EXTERIOR SHEATHING

PROVIDE SLACK IN AIB TO
ALLOW BUILDING EXPANSION

SCHEDULED PARTITION

STL COLUMNS
SEE STRUCTURAL

3" EXPANSION JOINT COVER

EXPANSION JOINT IN EXTERIOR
WALL ONLY

BATT INSULATION

U
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ALUM CURTAIN WALL SYSTEM

LAP AIB 8" OVER EXISTING

EXISTING PREFINISHED METAL PANEL,
TRIMMED AT PREFAB CORNER
RETURN.

REMOVE/PROTECT/REINSTALL
EXIST PANELS AS NECESSARY
TO PERFORM WORK BEHIND
PANELS FOR AIB AND METAL
TRIM INSTALLATION

UL ASSEMBLY
U336

1 LAYER 5/8" GYP BD
OVER 4" STUDS

SHAFT WALL, SEE PLAN

INTEGRAL
BLIND UNIT 1

SFRM

FORMED METAL TRIM TO
MATCH EXISTING METAL
PANELS, ALIGN WITH FACE OF
MASONRY, TYP.

AE310.1

A3
U

LAP AIB 8" OVER EXISTING

EXISTING PREFINISHED METAL PANEL,
TRIMMED AT PREFAB CORNER RETURN.

REMOVE/PROTECT/REINSTALL
EXIST PANELS AS NECESSARY
TO PERFORM WORK BEHIND
PANELS FOR AIB AND METAL
TRIM INSTALLATION

UL ASSEMBLY
U336

1 LAYER 5/8" GYP BD
OVER 4" STUDS

SHAFT WALL, SEE PLAN

INTEGRAL
BLIND UNIT

SFRM

FORMED METAL TRIM TO
MATCH EXISTING METAL
PANELS, ALIGN WITH FACE OF
MASONRY BELOW, TYP.

1'-2 5/8" +/-

ALUM CURTAINWALL SYSTEM

STEEL TUBE,
SEE STRUCT

TERMINATE TRIM INTO GLAZING
POCKET OF CURTAINWALL SYSTEM

BACKER ROD AND SEALANT

SEALANT

2X PT WD BLOCKING

5/8" GYP BD

PATCH SFRM AT COLUMN MODIFICATION

TRIM EXISTING SHEATHING
TO REMAIN

EXT SHEATHING

6" CFMF

GEOTEXTILE FABRIC
EXISTING GEOTEXTILE
FABRIC TO REMAIN
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 1" = 1'-0"
D9

PLAN DETAIL NE @ MECHANICAL LEVEL

 1" = 1'-0"
D5

PLAN DETAIL

 1" = 1'-0"
F5

PLAN DETAIL SE (SOUTHWEST) CORNER 1" = 1'-0"
F1

PLAN DETAIL
 1" = 1'-0"

F2
PLAN DETAIL

 1" = 1'-0"
F9

PLAN DETAIL SE CORNER

 1" = 1'-0"
E3

PLAN DETAIL OF EXP JT ALONG T AT 5.5

 3" = 1'-0"
C2

TYPICAL JAMB DETAIL

 1" = 1'-0"
D1

PLAN DETAIL AT MULLION CONNECTION

 1" = 1'-0"
B1

PLAN DETAIL AT EXPANSION JOINT

 1" = 1'-0"
A6

CLADDING TERMINATION AT EXISTING METAL WALL PANELS

 3" = 1'-0"
A3

ENLARGED JAMB DETAIL AT EXISTING METAL WALL PANELS
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